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5.00 MW AC SOLAR ARRAY SUMMARY CHART

INVERTER SOLAR MODULE T | oot | MANG RN e RACKING TYPE INVERTER STRINGS | ppre s | WATTS | SO 1 TOTE
INVERTER#1 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#2 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#3 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#4 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#5 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#6 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#7 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#8 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#9 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#10 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#11 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#12 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#13 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#14 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#15 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#16 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#17 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#18 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#19 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#20 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#21 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#22 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#23 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#24 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#25 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#26 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#27 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#28 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#29 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#30 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#31 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#32 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#33 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#34 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#35 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#36 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#37 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#38 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#39 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
INVERTER#40 (125kW) | TRINA TSM—DEG20C.20 — 585W MODULE | VARIES | 180 | GAMECHANGE | SINGLE AXIS TRACKER | CHINT CPS SCH125KTL—DO,/US—600 10 32 585 320 | 187.20kW
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MAIN GENERATOR DISCONNECT. EATON MVS THREE PHASE PCC POLE_MOUNTED

PRIMARY SERVICE PROTECTION LOADBREAK SWITCH WITH UTILITY OWNED
CABLE LENGTH = 35'-0" CUSTOMER | UTILITY RECLOSER. EATON MVS THREE CABLE LENGTH = 40'—0”
HUBBELL CP710133 CUHF%%ET’EL'ANCDWBLOQS?’&N G&W VIPER-S PHASE LOADBREAK
BLADED CUTOUT l CABLE LENGTH = 35’-0” E RATED FUSES CABLE LENGTH = 35’-0” CABLE LENGTH = 35'-0" SWITCH
- - EXISTING UTILITY TAP POLE.
2005 _ 200:5 [ ] POINT OF INTERCONNECTION.
300A 20 600A 20 600A
o . == * o . . o
200:5 300A 200:5
300A I 20 T 600A 20 T 600A AN
o * . * o . ¢ o
200:5 300A 200:5
300A I 20 T 600A 20 T 600A L
o . * o . * o
15kV, 300A GENERATOR AC -
POLE MOUNTED LOADBREAK L | L — —
GANG OPERATED, VISIBLE E 51
LOCKABLE SWITCH. SHALL 15kV, B00A GENERATOR
BE UTILITY ACCESSIBLE - ° = 15kV, 600A GENERATOR ° = AC POLE MOUNTED
24/7. SWITCH SHALL BE Lw LAN 15kV. RATED, AC POLE MOUNTED RECLOSER CONTROLLER: 15kV RATED, LOADBREAK GANG
THE OPEN POSITION. (™ | _f““ LA’S OPERATED, VISIBLE, SEL PROTECTION CURVE: LA'S LOCKABLE SWITCH. SHALL
T LOCKABLE SWITCH WITH US CURVE U4 BE UTILITY ACCESSIBLE
= FUSED CUTOUTS SHALL EXTREMELY INVERSE 24/7. SWITCH SHALL BE
BE UTILITY ACCESSIBLE CAPABLE OF LOCKING IN
24/7. SWITCH SHALL BE THE OPEN POSITION.

CAPABLE OF LOCKING IN

POLE MOUNTED UTILITY METER THE OPEN POSITION.

—

GENERATION CAPACITY AT
METERING LOCATION IS SMW.

{ TO PNL PV-2

U ) (SEE DWG E—601)
S [>——— CABLE LENGTH = 35'-0" , , , , {  TO PNL PV—1
2500kVA 'TRANSFORMER 2, 2500kVA 'TRANSFORMER 1, ) SEE DWG E—601)
13,800V DELTA PRIMARY AND 13,800V DELTA PRIMARY AND \/
600V WYE—GROUNDED 600V WYE—GROUNDED
SECONDARY. 5.75% Z. SECONDARY. 5.75% Z.
X/R RATIO = 10. X/R RATIO = 10.

NOTES:

1. ALL EQUIPMENT REQUIRES SHOP DRAWING SUBMISSION AND IS
SUBJECT TO ComEd REVIEW AND APPROVAL.

ALL RELAY PROTECTION SCHEMES AND TRIP TIMES SHALL BE IN
ACCORDANCE WITH ESB756.

ALL EQUIPMENT SHALL BE SERVICE ENTRANCE RATED.

RELAYS ARE FAIL SAFE PROTECTED. IN THE EVENT OF UTILITY POWER
OUTAGE, THE PV SYSTEM SHALL TURN OFF WITHIN 2 SECONDS. THE
PV SYSTEM SHALL NOT RE—ENERGIZE UNTIL GRID POWER IS
RESTORED WITH HEALTHY GRID VOLTAGE AND FREQUENCY FOR A

LB. MINIMUM OF 5 MINUTES.

TRIP CIRCUITS SHALL BE HARD WIRED.

Rl O

N

o

<]

>
150A 150A
150A 150A
150A 150A

GROUNDING TRANSFORMER
13,800V PRIMARY VOLTAGE

150A 150A
150A 150A
150A 150A

o
w
(9]
o

U:\192510917\cadd\Ruffolo\plof_sheets\E-600 ELECTRICAL WIRING DIAGRAM.dwg

2023/03/29 5:47 PM By: Dinces, Jonathan

500 kVA , ,
7=4 5% PT'S NOT SHOWN FOR CLARITY. ALL PT'S SHALL BE 7620—120V WITH
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10 SEC L L l L 7. CUSTOMER SHALL PROVIDE A TELECOMMUNICATION LINE TO ComkEd’s
REVENUE METER.
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15kV, 600A GENERATOR AC POLE MOUNTED LOADBREAK GANG OPERATED, VISIBLE,  LOCKABLE SWITCH. SHALL BE UTILITY ACCESSIBLE 24/7. SWITCH SHALL BE CAPABLE OF LOCKING IN THE OPEN POSITION.

AutoCAD SHX Text
CABLE LENGTH = 35'-0"

AutoCAD SHX Text
CABLE LENGTH = 40'-0"

AutoCAD SHX Text
CABLE LENGTH = 35'-0"

AutoCAD SHX Text
POLE MOUNTED UTILITY OWNED RECLOSER.  G&W VIPER-S

AutoCAD SHX Text
RECLOSER CONTROLLER: SEL 651R2 RELAY. SEL PROTECTION CURVE: US CURVE U4 EXTREMELY INVERSE

AutoCAD SHX Text
MAIN GENERATOR DISCONNECT. PRIMARY SERVICE PROTECTION

AutoCAD SHX Text
CABLE LENGTH = 35'-0"

AutoCAD SHX Text
600A

AutoCAD SHX Text
600A

AutoCAD SHX Text
600A

AutoCAD SHX Text
300A

AutoCAD SHX Text
300A

AutoCAD SHX Text
300A

AutoCAD SHX Text
EATON MVS THREE PHASE LOADBREAK SWITCH WITH HUBBELL CP710133 CUTOUTS AND BUSSMAN E RATED FUSES 

AutoCAD SHX Text
15kV, 600A GENERATOR AC POLE MOUNTED LOADBREAK GANG OPERATED, VISIBLE,  LOCKABLE SWITCH WITH FUSED CUTOUTS SHALL BE UTILITY ACCESSIBLE 24/7. SWITCH SHALL BE CAPABLE OF LOCKING IN THE OPEN POSITION.

AutoCAD SHX Text
15kV RATED,  12.7kV MCOV  LA'S

AutoCAD SHX Text
A

AutoCAD SHX Text
CABLE LENGTH = 35'-0"

AutoCAD SHX Text
300A

AutoCAD SHX Text
300A

AutoCAD SHX Text
300A

AutoCAD SHX Text
15kV, 300A GENERATOR AC POLE MOUNTED LOADBREAK GANG OPERATED, VISIBLE  LOCKABLE SWITCH. SHALL BE UTILITY ACCESSIBLE 24/7. SWITCH SHALL BE CAPABLE OF LOCKING IN THE OPEN POSITION.

AutoCAD SHX Text
HUBBELL CP710133 BLADED CUTOUT 

AutoCAD SHX Text
200:5 C20

AutoCAD SHX Text
200:5 C20

AutoCAD SHX Text
200:5 C20

AutoCAD SHX Text
200:5 C20

AutoCAD SHX Text
200:5 C20

AutoCAD SHX Text
200:5 C20

AutoCAD SHX Text
15kV RATED,  12.7kV MCOV  LA'S

AutoCAD SHX Text
H0

AutoCAD SHX Text
H1

AutoCAD SHX Text
H3

AutoCAD SHX Text
H2

AutoCAD SHX Text
GROUNDING TRANSFORMER 13,800V PRIMARY VOLTAGE 500 kVA Z=4.5% X/R=5.1 10 SEC

AutoCAD SHX Text
200A L.B.  DISC

AutoCAD SHX Text
GND

AutoCAD SHX Text
2500kVA 'TRANSFORMER 1', 13,800V DELTA PRIMARY AND 600V WYE-GROUNDED SECONDARY. 5.75% Z. X/R RATIO = 10.

AutoCAD SHX Text
GND

AutoCAD SHX Text
150A

AutoCAD SHX Text
2500kVA 'TRANSFORMER 2', 13,800V DELTA PRIMARY AND 600V WYE-GROUNDED  SECONDARY. 5.75% Z. X/R RATIO = 10.

AutoCAD SHX Text
4000A

AutoCAD SHX Text
X1

AutoCAD SHX Text
X2

AutoCAD SHX Text
X3

AutoCAD SHX Text
X0

AutoCAD SHX Text
H1

AutoCAD SHX Text
H2

AutoCAD SHX Text
H3

AutoCAD SHX Text
TO PNL PV-1 SEE DWG E-601)

AutoCAD SHX Text
TO PNL PV-2 (SEE DWG E-601)

AutoCAD SHX Text
LA

AutoCAD SHX Text
LA

AutoCAD SHX Text
LA

AutoCAD SHX Text
150A

AutoCAD SHX Text
X1

AutoCAD SHX Text
X2

AutoCAD SHX Text
X3

AutoCAD SHX Text
X0

AutoCAD SHX Text
H1

AutoCAD SHX Text
H2

AutoCAD SHX Text
H3

AutoCAD SHX Text
C

AutoCAD SHX Text
C

AutoCAD SHX Text
4000A

AutoCAD SHX Text
4000A

AutoCAD SHX Text
4000A

AutoCAD SHX Text
4000A

AutoCAD SHX Text
4000A

AutoCAD SHX Text
150A

AutoCAD SHX Text
150A

AutoCAD SHX Text
150A

AutoCAD SHX Text
150A

AutoCAD SHX Text
150A

AutoCAD SHX Text
150A

AutoCAD SHX Text
150A

AutoCAD SHX Text
150A

AutoCAD SHX Text
150A

AutoCAD SHX Text
150A

AutoCAD SHX Text
200A L.B.  DISC

AutoCAD SHX Text
B

AutoCAD SHX Text
5000

AutoCAD SHX Text
KWAC

AutoCAD SHX Text
KWDC

AutoCAD SHX Text
7488

AutoCAD SHX Text
PV SYSTEM DATA

AutoCAD SHX Text
GENERATION CAPACITY AT METERING LOCATION IS 5MW.

AutoCAD SHX Text
LICENSE EXPIRES 11-30-2023

AutoCAD SHX Text
03-30-2023

AutoCAD SHX Text
N.T.S.


U:\192510917\cadd\Ruffolo\plof_sheets\E-601 ELECTRICAL WIRING DIAGRAM.dwg

2023/03/29 5:47 PM By: Dinces, Jonathan

4000A, 600V, 3¢, 3W PANEL PV—1
COMPLETE WITH 4000A/3 MCB,

(20) 175A/3 CB'S & (1) 15A/2 CB
IN 'NEMA 3R ENCLOSURE 65,000AIC.
CAT#SQ—D | LINE PANELBOARD OR

APPROVED EQUAL.

4000A/3

1750/3

4000A, 600V, 3¢, 3W PANEL PV—2
COMPLETE WITH 4000A/3 MCB,
(20) 175A/3 CB'S IN NEMA 3R

ENCLOSURE 65,000AIC.

175A/3

7
T

1750/3

1750/3

1750/3

1750/3

1750/3

1750/3

1750/3

1750/3

1750/3

1750/3

1750/3

1750/3

1750/3

1750/3

1750/3

1750/3

1750/3

1750/3

1750/3

INVERTER#1 — 125kW—600V — ”
TRINA TSM—DEG20C.20 — 585W MODULE ——— e \S
10 STRINGS OF 32 MODULES S g /)
p— — L~
TRINA TSM—DEG20C.20 — 585W MODULE g e (&
10 STRINGS OF 32 MODULES . //
INVERTER#3 — 125kW—600V = ”
TRINA TSM—DEG20C.20 — 585W MODULE g e \S
10 STRINGS OF 32 MODULES g /)
TRINA TSM—DEG20C.20 — 585W MODULE g e (&
10 STRINGS OF 32 MODULES . //
INVERTER#5 — 125kW—600V = ”
TRINA TSM—DEG20C.20 — 585W MODULE e \S
10 STRINGS OF 32 MODULES g /)
TRINA TSM—DEG20C.20 — 585W MODULE g e (&
10 STRINGS OF 32 MODULES . //
INVERTER#7 — 125kW—600V = ”
TRINA TSM—DEG20C.20 — 585W MODULE g e \S
10 STRINGS OF 32 MODULES g /)
TRINA TSM—DEG20C.20 — 585W MODULE g e (&
10 STRINGS OF 32 MODULES . //
INVERTER#9 — 125kW—600V = ”
TRINA TSM—DEG20C.20 — 585W MODULE g e \S
10 STRINGS OF 32 MODULES g /)
TRINA TSM—DEG20C.20 — 585W MODULE g e (&
10 STRINGS OF 32 MODULES . //
INVERTER#11_— 125kW—600V = >
TRINA TSM—DEG20C.20 — 585W MODULE g e \S
10 STRINGS OF 32 MODULES g /)
TRINA TSM—DEG20C.20 — 585W MODULE g e (&
10 STRINGS OF 32 MODULES . //
INVERTER#13 — 125kW—600V = ”
TRINA TSM—DEG20C.20 — 585W MODULE g e \S
10 STRINGS OF 32 MODULES g /)
TRINA TSM—DEG20C.20 — 585W MODULE g e (&
10 STRINGS OF 32 MODULES . //
INVERTER#15 — 125kW—600V = ”
TRINA TSM—DEG20C.20 — 585W MODULE g e \S
10 STRINGS OF 32 MODULES g /)
TRINA TSM—DEG20C.20 — 585W MODULE g e (&
10 STRINGS OF 32 MODULES g /)
INVERTER#17_— 125kW—600V = ”
TRINA TSM—DEG20C.20 — 585W MODULE g e \S
10 STRINGS OF 32 MODULES S /)
TRINA TSM—DEG20C.20 — 585W MODULE g e (&
10 STRINGS OF 32 MODULES g /)
INVERTER#19 — 125kW—600V = ”
TRINA TSM—DEG20C.20 — 585W MODULE g e 5y
10 STRINGS OF 32 MODULES S
TRINA TSM—DEG20C.20 — 585W MODULE g e (&
10 STRINGS OF 32 MODULES g /)

Y
3
o

N—

LOW VOLTAGE DRY TYPE MINI POWER/

CENTER. 5kVA, 600V PRIMARY, 120/240V,
1¢ SECONDARY. 12 CIRCUIT DISTRIBUTION
SECTION. AUXILIARY POWER.

15A§2

<

[

ABC G

@ 11 SETS: 3—700kcmil AL. & 1—750kcmil CU. GND IN 3.5"C

@ 3-4/0 AL. & 1—4#4 CU. GND IN 2°C

@ 2-#12 AL & 1—#12 CU. GND IN 1/2°C

&)

\ AUXILIARY POWER.

C  UTILITY INTERCONNECTION D MF 23.03.30
B UTILITY INTERCONNECTION D MK 22.06.10
A UTILITY INTERCONNECTION D MK 22.01.07

Revision By Appd.  YY.MM.DD Issued By Appd.  YY.MM.DD

Permit-Seal
SESE S,
ROty

) 3

=

signature
03—30—2023

date
LICENSE EXPIRES 11-30—2023

N\

\// U
TO XFMR—1
(SEE DWG E—600)

R

TO XFMR—2
(SEE DWG E—600)

U
TINA

175A/3

175A/3

175A/3

175A/3

175A/3

175A/3

175A/3

175A/3

175A/3

175A/3

175A/3

175A/3

175A/3

175A/3

175A/3

175A/3

175A/3

175A/3

175A/3

C ALt ud Ceed C e Cud C el C ot ud Cued Caed U Ced Coed o Ueed G C et Ered

G CBA

SCHEMATIC WIRING DIAGRAM

N.T.S.

Consultants

@ Stantec

365 West Passaic Street, Suite 175
Rochelle Park NJ
www.stantec.com

The Contractor shall verify and be responsible for all dimensions. DO NOT scale the
drawing - any errors or omissions shall be reported to Stantec without delay.

The Copyrights to all designs and drawings are the property of Stantec. Reproduction
or use for any purpose other than that authorized by Stantec is forbidden.

(TYP.)

Client/Project
KANESOLAROT LLC

RUFFOLO SOLAR FACILITY

0

CAT#SQ—D | LINE PANELBOARD OR
40004/3 APPROVED EQUAL.

INVERTER#21 — 125kW—600V
TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

INVERTER#23 — 125kW—600V
TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

INVERTER#25 — 125kW—600V
TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

INVERTER#27 — 125kW—600V
TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

INVERTER#29 — 125kW—600V
TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

INVERTER#31 — 125kW—600V
TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

INVERTER#33 — 125kW—600V
TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

INVERTER#35 — 125kW—600V
TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

INVERTER#37 — 125kW—600V
TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

INVERTER#39 — 125kW—600V
TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

TRINA TSM—DEG20C.20 — 585W MODULE
10 STRINGS OF 32 MODULES

Title
ELECTRICAL WIRING DIAGRAM

47W962 RT 38, MAPLE PARK, IL 60151 Project No. Scale
192510917 REFER TO DWG
Drawing No. Sheet Revision
File Name: E-601 ELECTRICAL WIRING DIAGRAM.dwg JD MF MK 22.01.07
Dwn. Chkd. Dsgn. YY.MM.DD E-éO] 5 of 6



AutoCAD SHX Text
175A/3

AutoCAD SHX Text
4000A/3

AutoCAD SHX Text
INVERTER#1 - 125kW-600V

AutoCAD SHX Text
TO XFMR-2 (SEE DWG E-600)

AutoCAD SHX Text
4000A, 600V, 3ɸ, 3W PANEL PV-1  COMPLETE WITH 4000A/3 MCB, (20) 175A/3 CB'S & (1) 15A/2 CB  IN NEMA 3R ENCLOSURE 65,000AIC. CAT#SQ-D I LINE PANELBOARD OR  APPROVED EQUAL.

AutoCAD SHX Text
INVERTER#2 - 125kW-600V

AutoCAD SHX Text
INVERTER#3 - 125kW-600V

AutoCAD SHX Text
INVERTER#4 - 125kW-600V

AutoCAD SHX Text
INVERTER#5 - 125kW-600V

AutoCAD SHX Text
INVERTER#6 - 125kW-600V

AutoCAD SHX Text
INVERTER#7 - 125kW-600V

AutoCAD SHX Text
INVERTER#8 - 125kW-600V

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
INVERTER#9 - 125kW-600V

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
INVERTER#10 - 125kW-600V

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
4000A/3

AutoCAD SHX Text
INVERTER#21 - 125kW-600V

AutoCAD SHX Text
INVERTER#22 - 125kW-600V

AutoCAD SHX Text
INVERTER#23 - 125kW-600V

AutoCAD SHX Text
INVERTER#24 - 125kW-600V

AutoCAD SHX Text
INVERTER#25 - 125kW-600V

AutoCAD SHX Text
INVERTER#26 - 125kW-600V

AutoCAD SHX Text
INVERTER#27 - 125kW-600V

AutoCAD SHX Text
INVERTER#28 - 125kW-600V

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
INVERTER#29 - 125kW-600V

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
INVERTER#30 - 125kW-600V

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
INVERTER#11 - 125kW-600V

AutoCAD SHX Text
G

AutoCAD SHX Text
C

AutoCAD SHX Text
B

AutoCAD SHX Text
A

AutoCAD SHX Text
INVERTER#12 - 125kW-600V

AutoCAD SHX Text
INVERTER#13 - 125kW-600V

AutoCAD SHX Text
INVERTER#14 - 125kW-600V

AutoCAD SHX Text
INVERTER#15 - 125kW-600V

AutoCAD SHX Text
INVERTER#16 - 125kW-600V

AutoCAD SHX Text
INVERTER#17 - 125kW-600V

AutoCAD SHX Text
INVERTER#18 - 125kW-600V

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
INVERTER#19 - 125kW-600V

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
INVERTER#20 - 125kW-600V

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
INVERTER#31 - 125kW-600V

AutoCAD SHX Text
G

AutoCAD SHX Text
C

AutoCAD SHX Text
B

AutoCAD SHX Text
A

AutoCAD SHX Text
INVERTER#32 - 125kW-600V

AutoCAD SHX Text
INVERTER#33 - 125kW-600V

AutoCAD SHX Text
INVERTER#34 - 125kW-600V

AutoCAD SHX Text
INVERTER#35 - 125kW-600V

AutoCAD SHX Text
INVERTER#36 - 125kW-600V

AutoCAD SHX Text
INVERTER#37 - 125kW-600V

AutoCAD SHX Text
INVERTER#38 - 125kW-600V

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
INVERTER#39 - 125kW-600V

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
INVERTER#40 - 125kW-600V

AutoCAD SHX Text
-

AutoCAD SHX Text
~~

AutoCAD SHX Text
G

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
175A/3

AutoCAD SHX Text
4000A, 600V, 3ɸ, 3W PANEL PV-2 COMPLETE WITH 4000A/3 MCB, (20) 175A/3 CB'S IN NEMA 3R  ENCLOSURE 65,000AIC. CAT#SQ-D I LINE PANELBOARD OR  APPROVED EQUAL.

AutoCAD SHX Text
C

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
D

AutoCAD SHX Text
3-4/0 AL. & 1-#4 CU. GND IN 2"C

AutoCAD SHX Text
TO XFMR-1 (SEE DWG E-600)

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
TRINA TSM-DEG20C.20 - 585W MODULE 10 STRINGS OF 32 MODULES 

AutoCAD SHX Text
11 SETS: 3-700kcmil AL. & 1-750kcmil CU. GND IN 3.5"C

AutoCAD SHX Text
(TYP.)

AutoCAD SHX Text
(TYP.)

AutoCAD SHX Text
15A/2

AutoCAD SHX Text
LOW VOLTAGE DRY TYPE MINI POWER CENTER. 5kVA, 600V PRIMARY, 120/240V, 1ɸ SECONDARY. 12 CIRCUIT DISTRIBUTION SECTION. AUXILIARY POWER.  

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
2-#12 AL. & 1-#12 CU. GND IN 1/2"C

AutoCAD SHX Text
AUXILIARY POWER.  

AutoCAD SHX Text
LICENSE EXPIRES 11-30-2023

AutoCAD SHX Text
03-30-2023

AutoCAD SHX Text
N.T.S.


INVERTER VOLTAGE RIDE THROUGH SETTINGS

RIDE-THROUGH VOLTAGE (V)

OPERATING MODE

RIDE-THROUGH TIME (SECONDS)

720V N /A NO RIDE THROUGH
660<V</20 MANDATORY OPERATION 2
528<V<6060 CONTINUOUS OPERATION INFINITE
300<V<023 MANDATORY OPERATION 1.9

V<300 MOMENTARY CESSATION 1.0

INVERTER FREQUENCY RIDE THROUGH CAPABILITY

FREQUENCY RANGE (Hz)

OPERATING MODE

RIDE-THROUGH TIME (SECONDS)

, Jonathan

U:\192510917\cadd\Ruffolo\plof_sheets\E-602 ELECTRICAL WIRING DIAGRAM.dwg

2023/03/29 5:48 PM By: Dinces

SCHEMATIC WIRING DIAGRAM

DEFAULT
DEVICE PICKUP RANGE CLEARING
TIME (sec)
Under Frequency 2 (81U) | <56.5 Hz 0.16
Under Frequency 1 (81U) | < 58.5 Hz 300
Over Frequency 1 (810) =61 Hz <f<62.0Hz 300
Over Frequency 2 (810) > 62 Hz 0.16
Under Voltage (27) < 50% of Nominal 0.16
Under Voltage (27) 50% <V< 88% of Nominal 2
Over Voltage (59) 110% <V< 120% of Nominal | 1
Over Voltage (59) = 120% of Nominal 0.16

N.T.S.

£>62.0 N /A N /A
61.2<1<62.0 MANDATORY OPERATION ¢ 299
58.5<f<0b61.2 CONTINUOUS OPERATION INFINITE (c)
56.5<f<£58.5 MANDATORY OPEATION b 299

<56.5 N /A N /A

RETURN TO SERVICE PARAMETERS TABLE
UTILITY VOLTAGE PARAMETER DEFAULT VALUE
MINIMUM RETURN TO SERVICE 0.95 PER UNIT OF NOMINAL
VOLTAGE: VOLTAGE
MAXIMUM RETURN TO SERVICE 1.05 PER UNIT OF NOMINAL
VOLTAGE: VOLTAGE
MINIMUM RETURN TO SERVICE 59 5 H
FREQUENCY: > e
MAXIMUM RETURN TO SERVICE 505 U
FREQUENCY: > e
Permit-Seal
..-“““f“,‘51‘§"§.;§~"'~,,"
&%
£ vicHagL T FzomOK s 23
E"% '.‘ 062-070424 '.' ’gg
R
C  UTILITY INTERCONNECTION ) MF 23.03.30 W?Mj) o//;érW
B UTILITY INTERCONNECTION D MK 2206.10 signature
A UTILITY INTERCONNECTION D MK 220107 03-30-2023
Revision B Appd. YYMMBD Issued v reee TP LICENSE Explggtse11—3o—2023

Consultants

Ys

365 West Passaic Street, Suite 17
Rochelle Park NJ
www.stantec.com

tantec

The Contractor shall verify and be responsible for all dimensions. DO NOT scale the
drawing - any errors or omissions shall be reported to Stantec without delay.

The Copyrights to all designs and drawings are the property of Stantec. Reproduction
or use for any purpose other than that authorized by Stantec is forbidden.

Client/Project

KANESOLAROT LLC

RUFFOLO SOLAR FACILITY

47W962 RT 38, MAPLE PARK, IL 60151

Title
ELECTRICAL WIRING DIAGRAM

File Name: E-602 ELECTRICAL WIRING DIAGRAM.dwg JD MF MK

Dwn. Chkd. Dsgn.

Project No. Scale
192510917 REFER TO DWG
Drawing No. Sheet Revision
E-602 6 of 6



AutoCAD SHX Text
INVERTER VOLTAGE RIDE THROUGH SETTINGS

AutoCAD SHX Text
RIDE-THROUGH VOLTAGE (V)

AutoCAD SHX Text
OPERATING MODE

AutoCAD SHX Text
RIDE-THROUGH TIME (SECONDS)

AutoCAD SHX Text
720 V V

AutoCAD SHX Text
N/A

AutoCAD SHX Text
NO RIDE THROUGH

AutoCAD SHX Text
660 V<720 V<720

AutoCAD SHX Text
MANDATORY OPERATION

AutoCAD SHX Text
2

AutoCAD SHX Text
528<V<660<V<660

AutoCAD SHX Text
CONTINUOUS OPERATION

AutoCAD SHX Text
INFINITE

AutoCAD SHX Text
300 V 528 V 528

AutoCAD SHX Text
MANDATORY OPERATION

AutoCAD SHX Text
1.9

AutoCAD SHX Text
V<300

AutoCAD SHX Text
MOMENTARY CESSATION

AutoCAD SHX Text
1.0

AutoCAD SHX Text
INVERTER FREQUENCY RIDE THROUGH CAPABILITY

AutoCAD SHX Text
FREQUENCY RANGE (Hz)

AutoCAD SHX Text
OPERATING MODE

AutoCAD SHX Text
RIDE-THROUGH TIME (SECONDS)

AutoCAD SHX Text
f>62.0>62.062.0

AutoCAD SHX Text
N/A

AutoCAD SHX Text
N/A

AutoCAD SHX Text
61.2 f<62.0 f<62.0

AutoCAD SHX Text
MANDATORY OPERATION a

AutoCAD SHX Text
299

AutoCAD SHX Text
58.5<f<61.2<f<61.2

AutoCAD SHX Text
CONTINUOUS OPERATION

AutoCAD SHX Text
INFINITE (c)

AutoCAD SHX Text
56.5<f 58.5<f 58.5f 58.5 58.5

AutoCAD SHX Text
MANDATORY OPEATION b

AutoCAD SHX Text
299

AutoCAD SHX Text
f 56.5

AutoCAD SHX Text
N/A

AutoCAD SHX Text
N/A

AutoCAD SHX Text
RETURN TO SERVICE PARAMETERS TABLE

AutoCAD SHX Text
UTILITY VOLTAGE PARAMETER

AutoCAD SHX Text
DEFAULT VALUE

AutoCAD SHX Text
MINIMUM RETURN TO SERVICE VOLTAGE:

AutoCAD SHX Text
0.95 PER UNIT OF NOMINAL VOLTAGE

AutoCAD SHX Text
MAXIMUM RETURN TO SERVICE VOLTAGE:

AutoCAD SHX Text
1.05 PER UNIT OF NOMINAL VOLTAGE

AutoCAD SHX Text
MINIMUM RETURN TO SERVICE FREQUENCY:

AutoCAD SHX Text
59.5 Hz

AutoCAD SHX Text
MAXIMUM RETURN TO SERVICE FREQUENCY:

AutoCAD SHX Text
60.5 Hz

AutoCAD SHX Text
LICENSE EXPIRES 11-30-2023

AutoCAD SHX Text
03-30-2023

AutoCAD SHX Text
N.T.S.


	Sheets and Views
	G-000 PROJECT COVER SHEET
	G-001 PROJECT TITLE SHEET
	E-100 ELECTRICAL OVERALL SITE PLAN
	E-101 PV SYSTEM DATA
	E-600 ELECTRICAL WIRING DIAGRAM
	E-601 ELECTRICAL WIRING DIAGRAM
	E-602 ELECTRICAL WIRING DIAGRAM


